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STPOO-0186-01(011)

[ TS GENERAL NOTES

ALL WORK, MATERIALS, AND EQUIPMENT SHALL CONFORM TO THE GEORG!A DEPARTMENT OF TRANSPORTATION’S
"*STANDARD SPECIFICATIONS FOR CONSTRUCTION OF TRANSPORTATION SYSTEMS®" CURRENT EDITION.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL NEW GUYS ON EXISTING UTILITY POLES WHEN ATTACHING
MESSENGER CABLE OR FIBER OPTIC CABLE TO POLES, UNLESS OTHERWISE DIRECTED BY THE ENGINEER.

THE CONTRACTOR SHALL REPLACE IN KIND AND SIZE, AT NO ADDITIONAL EXPENSE TO GDOT COUNTY,

ANY BARRIER WALL, FENCE, DITCH, PAVING, CURBING, EXISTING EROSION CONTROL, SIDEWALK, GUTTER,
SLOPE PAVEMENT, SIGNS, LOOP DETECTORS/LEAD-IN CABLE, GUARDRAIL, LANDSCAPING, GRASSING, UTILITY
SERVICE LINES, STORM DRAIN PIPES, MAIL BOXES, AND MASONRY WALLS THAT ARE REMOVED, DAMAGED.

OR DESTROYED DURING CONSTRUCTION. THERE SHALL BE NO SEPARATE PAYMENT FOR THIS WORK AND COST
FOR THIS WORK SHALL BE INCLUDED IN THE OVERALL BID PRICE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL EROSION CONTROL MEASURES TO ENSURE COMPLIANCE TO ALL
STATE AND FEDERAL LAWS AND GUIDELINES. THE COST SHALL BE INCLUDED IN THE OVERALL BID PRICE AS
GOVERNED UNDER SECTION 161.5 OF THE GDOT STANDARD SPECIFICATIONS. NO SEPARATE PAYMENTS FOR
INDIVIDUAL ITEMS SHALL BE MADE TO THE CONTRACTOR FOR EROSION CONTROL.

ALL WORK SHALL CONFORM TO THE "NATIONAL ELECTRICAL CODE" CURRENT EDITION AND THE
"NATIONAL ELECTRICAL SAFETY CODE*" CURRENT EDITION.

ALL CONDUITS INSTALLED FOR THIS PROJECT,
INSTALLATION OF MULE TAPE.

INCLUDING SPARE CONDUITS, SHALL INCLUDE THE

WHERE THE EXISTING WIRE, CABLE, OR EQUIPMENT IS BEING REPLACED OR DISTURBED, ALL

PREPARATORY WORK SHALL BE COMPLETED BEFORE REPLACEMENT OR DISTURBANCE IS MADE. NO

EQUIPMENT SHALL BE DISCONNECTED UNTIL PROPER REPLACEMENTS ARE AVAILABLE AND ALL

NECESSARY PREPARATIONS HAVE BEEN MADE. THE CONTRACTOR SHALL CONTACT DISTRICT AREA ENGINEER
ONE(1) WEEK PRIOR TO DISCONNECTION ANY EXISTING WIRE, CABLE, OR EQUIPMENT. THE COMMUNICATIONS
SHALL NOT BE DOWN FOR MORE THAN 48 HOURS.

PER THE 935 SPECIAL PROVISION, FIBER OPTIC SPLICES ASSOCIATED WITH THE USE OF FACTORY-CONNECTORIZED
FDC INTERCONNECT CABLES/PIGTAILS ON DROP CABLES SHALL NOT BE MEASURED AND PAID FOR SEPARATELY.
FIBER SPLICES AT FDC UNITS SHALL BE INCLUDED IN THE COST OF THE FDC.

(SEE SPECIAL PROVISION 935. 4 MEASUREMENT SECTION D. )

WITHIN 24 HOURS, THE CONTRACTOR SHALL REPAIR ALL EXISTING CONDUIT, CABLE, OR PIPE THAT 1S DAMAGED
BY THE INSTALLATION OF CONDUIT, FIBER OPTIC CABLE, STRAIN POLES, OR PROPOSED DEVICES. THERE SHALL
BE NO SEPARATE PAYMENT FOR THIS WORK.

THE CONTRACTOR SHALL NOT RELOCATE PROPOSED STRAIN POLES WITHOUT THE APPROVAL OF THE ENGINEER.

MINOR TREE TRIMMING AND REMOVAL MAY BE REQUI/RED AS DIRECTED By THE ENGINEER.
WORK SHALL BE INCLUDED IN THE OVERALL BID PRICE FOR THI!S PRQOJECT.

PAYMENT FOR THIS
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DIRECTIONAL BORES AND TRENCHING FOR CONDUIT INSTALLATION SHALL BE 48-INCHES IN DEPTH,
UNLESS OTHERWISE DIRECTED BY THE ENGINEER.

ALL CAT-5 ETHERNET CABLE INSTALLATION SHALL BE PAID FOR IN THE FIELD SWITCH PAY |TEMS.
ALL CAT-5 ETHERNET CABLE USED AS PART OF THE CCTV INSTALLATIONS SHALL BE OUTDOOR RATED.

ALL DEVICES, EQUIPMENT, AND MATERIAL INSTALLED WITH THIS PROJECT SHALL BE INSTALLED WITHIN
WITHIN THE RIGHT-OF-WAY. ALL CONSTRUCTION ASSOCIATED WITH THE INSTALLATION OF ALL NEW DEVICES.
EQUIPMENT, AND MATERIALS SHALL BE EXECUTED WITHIN THE RIGHT-OF-WAY.

THE CONTRACTOR SHALL COORDINATE WITH ALL UTILITY COMPANIES PRIOR TO BEGINING ANY CONSTRUCTION.

PRIOR TO ORDERING ANY CABLES, THE CONTRACTOR SHALL VERIFY ON SITE THE LENGTH THAT IS REQUIRED,
TAKING ALL NECESSARY FIELD MEASUREMENTS.

DETECTABLE MARKING TAPE SHALL BE FURNISHED AND INSTALLED WITH ALL CONDUIT.
SHALL BE INCLUDED IN THE COST OF THE ASSOCIATED CONDUIT.

THE COST FOR THIS WORK

ALL FIBER JUMPERS ARE INCIDENTAL TO THE SWITCHES AND FDC.

ALL SPLICES OF FIBER OPTIC CABLE UNDER THIS CONTRACT SHALL BE FUSION SPLICES. UNLESS OTHERWISE
SPECIFICALLY NOTED IN EACH INSTANCE OR DIRECTED BY THE ENGINEER, NO IN-LINE SPLICES SHALL BE
MADE ON ANY CABLE.

REMOVAL AND DISPOSAL OF EXISTING FIBER OPTIC CABLES SHALL BE INCLUDED IN THE COST OF THE NEW
FIBER OPTIC CABLE INSTALLATION.

THE CONTRACTOR SHALL CONTACT AND COORDINATE WITH THE DISTRICT AREA ENGINEER AND
AGENCY MAINTAINING THE FIBER OPTIC SYSTEM FOR COMPLETE SPLICING INFORMATION
REQUIRED FOR ALL EXISTING FIBER LOCATIONS AS NOTED IN THE PLANS.
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